
Facility Number Building Name Room 

Pre-HVAC Adjustment Post-HVAC Adjustment 
Mitigation 

Required by Detector 
1 pCi/L 

Detector 
2 pCi/L 

Average 
pCi/L 

Detector 
1 pCi/L 

Detector 
2 pCi/L 

Average 
pCi/L Comments 

1 HQ ADMIN BLDG 102 11.1 10.7 10.9 N/A 6.2 6.2  DET 1 Error 2 years 
1 HQ ADMIN BLDG 103 10.1 10.5 10.3 6.7 6.0 6.4   2 years 
1 HQ ADMIN BLDG 105 CONF RM 4.0 4.2 4.1 4.9 4.4 4.7   2 years 
1 HQ ADMIN BLDG 107 7.2 7.2 7.2 8.0 8.3 8.2   2 years 
1 HQ ADMIN BLDG 107A 5.8 6.2 6.0 7.0 8.0 7.5   2 years 
1 HQ ADMIN BLDG XO'S OFFICE 26.6 20.3 23.5 13.3 12.6 13.0   2 years 
2 GALLEY/AFRTV GALLEY MGR OFFICE 4.3 4.0 4.2         2 years 
2 GALLEY/AFRTV GALLEY OFFICE 4.1 3.9 4.0         2 years 

32 PFD CFD CLOSET FILE RM 5.5 5.2 5.4         2 years 
32 PFD CFD RM 1 5.6 5.6 5.6         2 years 
32 PFD CFD VAULT 6.8 6.7 6.8         2 years 
5 AIR OPS/NAV SUPPLY 13 5.5 5.4 5.5         2 years 

54 PUBLIC WORKS/FEAD 101 3.9 4.2 4.1         2 years 

1 

NSA Souda Bay Radon Study Results 


	Slide Number 1

