Naval Facilities Engineering Command Mid-Atlantic (NAVFAC MIDLANT) Public Works Department Great Lakes is pleased to present to you the 19th annual water quality report (WQR). This report is intended to provide you with important information about your drinking water, including information on water quality and where your water comes from.

The Public Works Department Great Lakes team is committed to providing our customers with the highest quality drinking water possible. In fact, we have never required an exemption or variance from the drinking water regulations set by the State of Illinois or the United States Environmental Protection Agency (USEPA).

**USEPA on Drinking Water**

Drinking water, including bottled water, may reasonably be expected to contain at least small amounts of some contaminants. The presence of contaminants does not necessarily indicate that water poses a health risk. More information about contaminants and potential health effects can be obtained by calling the USEPA’s Safe Drinking Water Hotline at (1-800-426-4791).

In order to ensure that tap water is safe to drink, EPA prescribes regulations which limit the amount of certain contaminants in water provided by public water systems. FDA regulations establish limits for contaminants in bottled water which must provide the same protection for public health.

Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other immune system disorders, some elderly, and infants can be particularly at risk from infections. These people should seek advice about drinking water from their health care providers. USEPA/Centers for Disease Control guidelines on appropriate means to lessen the risk of infection by cryptosporidium and other microbial contaminants are available from the USEPA’s Safe Drinking Water Hotline (1-800-426-4791).
Great Lakes Regulated Contaminants Detected in 2015

<table>
<thead>
<tr>
<th>Contaminant (unit of measurement)</th>
<th>MCLG</th>
<th>MCL</th>
<th>Highest Level Detected</th>
<th>Range of Levels Detected</th>
<th>Violation?</th>
<th>Likely Source of Contamination</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Inorganic Contaminants</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Nitrate (as N) (ppm)</td>
<td>10</td>
<td>10</td>
<td>0.39</td>
<td>0.39 - 0.39</td>
<td>NO</td>
<td>Runoff from fertilizer use; leaching from septic tanks, sewage; erosion of natural deposits</td>
</tr>
<tr>
<td>Barium (ppm)</td>
<td>2</td>
<td>2</td>
<td>0.021</td>
<td>0.021 - 0.021</td>
<td>NO</td>
<td>Discharge of drilling wastes; discharge from metal refineries; erosion of natural deposits</td>
</tr>
<tr>
<td>Fluoride (ppm)</td>
<td>4</td>
<td>4</td>
<td>0.9</td>
<td>0.931 - 0.931</td>
<td>NO</td>
<td>Erosion of natural deposits; water additive which promotes strong teeth; fertilizer discharge</td>
</tr>
<tr>
<td>Sodium (ppm)</td>
<td>n/a</td>
<td>n/a</td>
<td>8</td>
<td>7.6 - 7.6</td>
<td>NO</td>
<td>Erosion of naturally occurring deposits; used in water softener regeneration</td>
</tr>
<tr>
<td>Arsenic (ppb)</td>
<td>0</td>
<td>10</td>
<td>1</td>
<td>1.2 - 1.2</td>
<td>NO</td>
<td>Erosion of natural deposits; Runoff from orchards; Runoff from glass and electronics production wastes</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Disinfectants &amp; Disinfection By-Products</th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Chlorine (ppm)</td>
<td>MRDL= 4</td>
<td>MRDL= 4</td>
</tr>
<tr>
<td>Total Haloacetic Acids (HAA5)* (ppb)</td>
<td>60</td>
<td>17**</td>
</tr>
<tr>
<td>Total Trihalomethanes (THM5)* (ppb)</td>
<td>80</td>
<td>40**</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>TURBIDITY</th>
<th>Limit (Treatment Technique)</th>
<th>Lowest Monthly % Meeting Limit</th>
<th>Violation?</th>
<th>Likely Source of Contamination</th>
</tr>
</thead>
<tbody>
<tr>
<td>0.3 NTU</td>
<td>Population served &gt;9,999</td>
<td>100%</td>
<td>NO</td>
<td>Soil Runoff</td>
</tr>
<tr>
<td>1 NTU</td>
<td>Population served &gt;9,999</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Lead and Copper (unit of measurement)</td>
<td>MCLG</td>
<td>Action Level (AL)</td>
<td>90th Percentile</td>
<td># of Sample Sites Over AL</td>
</tr>
<tr>
<td>Lead (ppb)</td>
<td>0</td>
<td>15</td>
<td>&lt; 2</td>
<td>0</td>
</tr>
<tr>
<td>Copper (ppm)</td>
<td>1.3</td>
<td>1.3</td>
<td>0.181</td>
<td>0</td>
</tr>
</tbody>
</table>

| Total Organic Carbon (TOC): | The percentage of TOC removal was measured each month. We met all TOC removal requirements set by IEPA. |

**Definition of Terms:**

**MCLG** (Maximum Contaminant Level Goal): The level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs allow for a margin of safety.

**MCL** (Maximum Contaminant Level): The highest level of a contaminant that is allowed in drinking water. MCLs are set as close to the MCLGs as feasible using the best available treatment technology.

**Highest Level Detected:** The single highest result of all samples collected during the Water Quality Report (WQR) calendar year. In some cases, it may represent a single sample if only one sample was collected.

**Range of Levels Detected:** The range of individual sample results, from lowest to highest, that were collected during the WQR calendar year.

**MRDL** (Maximum Residual Disinfectant Level): The highest level of disinfectant allowed in drinking water.

**MRDLS** (Maximum Residual Disinfectant Level Goal): The level of disinfectant in drinking water below which there is no known or expected risk to health. MRDLS allow for a margin of safety.

**AL** (Action Level): The concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system must follow.

**ALG** (Action Level Goal): The level of a contaminant in drinking water below which there is no known or expected risk to health. ALGs allow for a margin of safety.

**TT** (Treatment Technique): A required process intended to reduce the level of a contaminant in drinking water.

**n/a:** Not applicable.

**Definition of Terms (continued):**

**Turbidity:** A measurement of the cloudiness of the water caused by suspended particles. We monitor it because it is a good indicator of water quality and the effectiveness of our filtration system and disinfectants.

**Sodium:** There is not a state or federal MCL for sodium. Monitoring is required to provide information to consumers and health officials that are concerned about sodium intake due to dietary precautions. If you are on a sodium-restricted diet, you should consult a physician about this level of sodium in the water.

**TTMH and HAA5:** The maximum contaminant level (MCL) for TTHM and HAA5 is 80 ppb and 60 ppb, respectively, and is currently only applicable to surface water supplies that serve 10,000 or more people. Some people who drink water containing trihalomethanes in excess of the MCL for TTHM over many years may experience problems with their livers, kidneys, or central nervous systems, and may have increased risk of getting cancer.

**Avg:** Regulatory compliance with some MCLs are based on a running annual average of monthly samples.

**Unit of Measurement Definitions:**

**ppm:** Parts per million, or milligrams per liter (or one ounce in 7,350 gallons of water).

**ppb:** Parts per billion, or micrograms per liter (or one ounce in 7,350,000 gallons of water).

**NTU:** Nephelometric Turbidity Unit, used to measure cloudiness in drinking water.

**mR/Yr:** Millirems per year.
**Coliform Bacteria**

<table>
<thead>
<tr>
<th>MCLG</th>
<th>Total Coliform MCL</th>
<th>Highest Number of Positive Samples for Total Coliform for any one month</th>
<th>Fecal Coliform or E. Coli Maximum Contaminant Level</th>
<th>Total No. of Positive E. Coli or Fecal Coliform Samples</th>
<th>Violation</th>
<th>Likely Source of Contamination</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td>A positive sample is a trigger event causing further sampling and corrective action</td>
<td>0</td>
<td>No</td>
<td>Naturally present in the environment.</td>
</tr>
</tbody>
</table>

**Source Water Assessment Summary**

The 1996 amendments to the Safe Drinking Water Act require that state agencies conduct source water assessments for all public water supplies in their state. The source water assessment process includes potential contaminant source inventories, and determining the susceptibility of the source waters to contamination. The Illinois Environmental Protection Agency (IEPA) conducted this assessment for the Naval Station Great Lakes (NAVSTA) water source in May 2003. According to the assessment, our water intake has a low sensitivity to potential contamination and therefore greater protection from shoreline contaminants due to mixing and dilution. Although there are no potential contaminant sources within the noted critical assessment zone, there are several within the immediate source water area. However, it should be stressed that treatment employed by PWD Great Lakes is protective of their consumers, as demonstrated by our finished water history.

**Possible Source Water Contaminants**

Contaminants that may be present in source water include:

- Microbial contaminants, such as viruses and bacteria, which may come from sewage treatment plants, septic systems, agricultural livestock operations and wildlife.
- Inorganic contaminants, such as salts and metals, which can be naturally occurring or result from urban storm water runoff, industrial, or domestic wastewater discharges, oil and gas production, mining, or farming.
- Pesticides and herbicides, which may come from a variety of sources such as agriculture, urban storm water runoff, and residential uses.
- Organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of industrial processes and petroleum production, and can also come from gas stations, urban storm water runoff, and septic systems.
- Radioactive contaminants, which can be naturally occurring or be the result of oil and gas production and mining activities.

**Lead in Drinking Water**

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in drinking water is primarily from materials and components associated with service lines and home plumbing. We cannot control the variety of materials used in plumbing components. When your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or cooking. If you are concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available from the Safe Drinking Water Hotline or at [http://www.epa.gov/safewater/lead](http://www.epa.gov/safewater/lead).
Facts About Water!!

1. At birth water accounts for 80% of an infant's body weight but as an adult it accounts for 70%.
2. In the United States approximately 346,000 million gallons of water is consumed daily.
3. Water regulates the Earth's temperature.
4. From beginning to end corn ethanol production takes 170 gallons of water to produce 1 gallon of fuel. Gasoline takes 5 gallons of water per gallon of fuel.
5. Hot water can freeze faster than cold water. Known as the Mpemba effect.

The Great Lakes Naval Station Public Works Department is proud to be of service to the US Navy and its mission. We are dedicated to providing our customers with safe, aesthetically pleasing water.

Our continued success is due to the hard work of the Public Works Department personnel. Their continued support and dedication is a key component of our success.

We are continuously evaluating our process and striving to implement the best available technologies. As a result of this effort we become more efficient and this is vital to protecting our valuable natural resource: Lake Michigan. In addition, this will help us to ensure future mission success by ensuring we have a safe source of water.

We value our customers and want you to be informed about your water quality. If you have any questions about the water system, your water quality, or to see the treatment process, please don’t hesitate to call any one of the numbers listed below.

Thank you again to all those responsible for our continued success. We look forward to another year of producing high quality water without any drinking water violations.

Contact Us!

Water Plant Supervisor:
Denzel Jines
(847) 688-2121 x139

Water Plant Operators:
24 hours
(847) 688-2121 x138

Water Complaints:
PWD Great Lakes Service Desk
24 hours
(847) 688-4820