
Priority Areas Lead Testing and Corrective Actions November 2014
NSA Panama City Child Development Center/ Youth Center/ Outdoor Play Areas 

Building Numbers 632, 2087, 332, 334, 337 and 497
Table 1. Summary of Results

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 11/19/2014 mm/dd/yyyy 12/18/2014 mm/dd/yyyy
RESULTS DATE 11/26/2014 mm/dd/yyyy 12/24/2014 mm/dd/yyyy
DRINKING  PC‐632‐RM03‐HALL‐WFC‐A‐

FD
 (BLDG 632‐5)

Water fountain in common 
area ‐ Water fountain on left.

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐632‐RM03‐HALL‐WFC‐B‐
FD

 (BLDG 632‐6)

Water fountain in common 
area ‐ Water fountain on right.

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐632‐PLAY‐WFB‐FD
 (BLDG 632‐10)

Outside play area behind 
Youth Center ‐ Water fountain 
bubbler.  Currently has service 
request to change to cooler.

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐337‐PLAY‐WFB‐A‐FD 
(BLDG 337‐13) (OPA‐1)

Sports Complex near MWR ‐ 
Water fountain on left side of 

ball field, Bldg 337

4.7 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐337‐PLAY‐WFB‐B‐FD 
(BLDG 337‐14) (OPA‐2)

Sports Complex near MWR ‐ 
Water fountain on right side 

of ball field, Bldg 337

210 YES N/A N/A 0.93 non‐detect Routine Control Measures Only  N/A N/A

DRINKING  PC‐334‐PLAY‐WFB‐FD (BLDG 
334‐15) (OPA‐3)

Sports Complex near MWR ‐ 
Water fountain near Bldg 334 
restroom near basketball 

court

1.5 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐332‐PLAY‐WFB‐FD (BLDG 
332‐16) (OPA‐4)

Sports Complex near MWR ‐ 
Fountain by tennis courts 
closest to road, Bldg 332

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐338‐PLAY‐WFB‐FD (BLDG 
338‐17) (OPA‐5)

Sports Complex near MWR ‐ 
Water fountain under Bldg 
338 Gazebo between tennis 

courts

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PC‐497‐PLAY‐WFB‐FD (BLDG 
497‐18) (OPA‐6)

Ballfield northwest of NGIS 
Bldg 484 ‐ Water fountain 
outside restroom near ball 

field by Bldg 484

non‐detect NO N/A N/A N/A N/A   N/A N/A

COOKING PC‐632‐RM13‐LOUNGE‐K‐FD 
(BLDG 632‐1)

Teachers Lounge ‐  Sink in 
teachers lounge

non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING PC‐632‐RM19‐K‐K‐FD
 (BLDG 632‐2)

Kitchen ‐ 3 sinks, one faucet, 
might only be used for 

dishwashing

non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING PC‐632‐RM19‐K‐HHW‐FD 
(BLDG 632‐3)

Kitchen ‐  Stainless steel 
handwashing sink

non‐detect  NO N/A N/A N/A N/A   N/A N/A

mm/dd/yyyy
mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS
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CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 11/19/2014 mm/dd/yyyy 12/18/2014 mm/dd/yyyy
RESULTS DATE 11/26/2014 mm/dd/yyyy 12/24/2014 mm/dd/yyyy

mm/dd/yyyy
mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

COOKING PC‐2087‐RM‐K‐FD 
(BLDG 2087‐12)
(BLDG 2087‐2)

CDC trailer ‐ Kitchen sink 
located in back of main room

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐632‐RM06‐RM‐HHW‐FD 
(BLDG 632‐7)

Classroom 2  ‐ Stainless steel 
sink

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐632‐RM08‐RM‐HHW‐A‐FD 
(BLDG 632‐8)

Classroom 3 ‐ Stainless steel 
sink

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐632‐RM08‐RM‐HHW‐B‐FD 
(BLDG 632‐9)

Classroom 3 ‐ Utility sink for 
cleaning paint tools

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐2087‐BATH‐HHW‐FD 
(BLDG 2087‐11)
 (BLDG 2087‐1)

CDC trailer ‐ Bathroom sink non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐497‐BATH‐HHW‐A‐FD 
(BLDG 497‐19) (OPA‐7)

Bldg 497 bathroom ‐ single 
sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PC‐497‐BATH‐HHW‐B‐FD 
(BLDG 497‐20) (OPA‐8)

Bldg 497 bathroom ‐ left hand 
sink of two ‐ second sink not 

able to be sampled

non‐detect NO N/A N/A N/A N/A   N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb)  First Draw (ppb) 

9 0

1 0

4 0

0 0

6 0
0 0

19 0

1 0

Notes: 
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 20ppb.

Total Samples > 20 ppb 0 0 0

Total Washing > 20 ppb 0 0 0
Total Samples 0 1 1

Total Cook/Brush > 20 ppb 0 0 0
Total Washing

0 0 0

Total Drinking > 20 ppb 0 0 0
Total Cook/Brush 0 0 0

Total Drinking 0 1 1

CATEGORY RE‐SAMPLING RESULTS

Recommeded Level = 20ppb

Water Fountain 
ll l h l

First Draw (ppb) Follow up Flush
ll d d f
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