
Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

Table 1. Summary of Results

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
DRINKING  PNSCS‐4119‐RM34‐RM‐

WFCOMB‐A‐FD
 (BLDG 4119‐10)

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM34‐RM‐
WFCOMB‐B‐FD
 (BLDG 4119‐12)

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM37‐RM‐
WFCOMB‐A‐FD
 (BLDG 4119‐16) Low Sink ‐ LT side

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM37‐RM‐
WFCOMB‐B‐FD
 (BLDG 4119‐18) Low Sink ‐ RT side

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM36‐RM‐
WFCOMB‐A‐FD
 (BLDG 4119‐21) Low Sink

2.3 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM36‐RM‐
WFCOMB‐B‐FD
 (BLDG 4119‐23) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM35‐RM‐
WFCOMB‐A‐FD
 (BLDG 4119‐27) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM35‐RM‐
WFCOMB‐B‐FD
 (BLDG 4119‐29) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM32‐RM‐
WFCOMB‐A‐FD
 (BLDG 4119‐33) Low Sink

1.3 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM32‐RM‐
WFCOMB‐B‐FD            (BLDG 

4119‐35) Low Sink

2.8 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM35‐PLAY‐WFB‐
FD (BLDG 4119‐37)

Toddler playground between 
RM 35 & 36

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM31‐RM‐
WFCOMB‐A‐FD             (BLDG 

4119‐40)

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM31‐RM‐
WFCOMB‐B‐FD              
(BLDG 4119‐42)

3.4 NO N/A N/A N/A N/A   N/A N/A

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy

DRINKING  PNSCS‐4119‐RM28‐RM‐
WFCOMB‐A‐FD (BLDG 4991‐

46) Low Sink

2.6 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM28‐RM‐
WFCOMB‐B‐FD            (BLDG 

4119‐48) Low Sink

2.9 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM23‐RM‐
WFCOMB‐A‐FD               (BLDG 

4119‐57) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM25‐RM‐
WFCOMB‐A‐FD               (BLDG 

4119‐62) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM25‐RM‐
WFCOMB‐B‐FD              
(BLDG 4119‐64) Preshool

2.9 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM25‐PLAY‐WFB‐
B‐FD (BLDG 4119‐66)

Outside preschool playground 
Rm 25 &27

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM27‐RM‐
WFCOMB‐A‐FD              
(BLDG 4119‐69) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM27‐RM‐
WFCOMB‐B‐FD             (BLDG 

4119‐71) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM26‐RM‐
WFCOMB‐A‐FD              (BLDG 

4119‐73) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM26‐RM‐
WFCOMB‐B‐FD              (BLDG 

4119‐75) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM24‐RM‐
WFCOMB‐A‐FD               (BLDG 

4119‐79) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM24‐RM‐
WFCOMB‐B‐FD               (BLDG 

4119‐81) Preshool

1.8 NO N/A N/A N/A N/A   N/A N/A

DRINKING  PNSCS‐4119‐RM22‐RM‐
WFCOMB‐A‐FD             (BLDG 

4119‐84) Preshool

3.3 NO N/A N/A N/A N/A   N/A N/A

COOKING PNSCS‐4119‐RM4‐RM‐K‐FD 
(BLDG 4119‐52) Assistant Director Office

non‐detect NO N/A N/A N/A N/A   N/A N/A
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy

COOKING PNSCS‐4119‐RM18‐K‐HHW‐FD 
(BLDG 4119‐87) Kitchen

non‐detect NO N/A N/A N/A N/A   N/A N/A

COOKING PNSCS‐4119‐RM18‐K‐K‐FD 
(BLDG 4119‐88) Kitchen

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM29‐RM‐HHW‐
A‐FD (BLDG 4119‐1) Infant RM

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM29‐RM‐HHW‐
B‐FD (BLDG 4119‐2) Infant RM 1.4

NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM30‐RM‐HHW‐
A‐FD (BLDG 4119‐3) Infant RM

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM30‐RM‐HHW‐
B‐FD (BLDG 4119‐4) Infant RM

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM33‐RM‐HHW‐
A‐FD (BLDG 4119‐5) Infant RM

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM33‐RM‐HHW‐
B‐FD (BLDG 4119‐6) Infant RM

2.3 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM34‐RM‐HHW‐
A‐FD (BLDG 4119‐7)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM34‐RM‐HHW‐
B‐FD (BLDG 4119‐8)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM34‐RM‐
HWCOMB‐A‐FD
 (BLDG 4119‐9)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM34‐RM‐
HWCOMB‐B‐FD
 (BLDG 4119‐11)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM37‐RM‐HHW‐
A‐FD (BLDG 4119‐13) RT Back

1.5 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM37‐RM‐HHW‐
B‐FD (BLDG 4119‐14) RT ‐ Near Door

1.4 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM37‐RM‐
HWCOMB‐A‐FD
 (BLDG 4119‐15) Low Sink ‐ LT side

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM37‐RM‐
HWCOMB‐B‐FD              (BLDG 

4119‐17) Low Sink ‐ RT side

non‐detect NO N/A N/A N/A N/A   N/A N/A
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy

WASHING PNSCS‐4119‐RM36‐RM‐HHW‐
A‐FD (BLDG 4119‐19) RT ‐ Near Door

1.4 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM36‐RM‐
HWCOMB‐A‐FD
 (BLDG 4119‐20) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM36‐RM‐
HWCOMB‐B‐FD
 (BLDG 4119‐22) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM36‐RM‐HHW‐
B‐FD (BLDG 4119‐24)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM35‐RM‐HHW‐
A‐FD (BLDG 4119‐25)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM35‐RM‐
HWCOMB‐A‐FD
 (BLDG 4119‐26) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM35‐RM‐
HWCOMB‐B‐FD              (BLDG 

4991‐28) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM35‐RM‐HHW‐
B‐FD (BLDG 4119‐30)

7.7 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM32‐RM‐HHW‐
A‐FD (BLDG 4119‐31)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM32‐RM‐
HWCOMB‐A‐FD
 (BLDG 4119‐32) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM32‐RM‐
HWCOMB‐B‐FD
 (BLDG 4119‐34) Low Sink

20 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM32‐RM‐HHW‐
B‐FD (BLDG 4119‐36)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM31‐RM‐HHW‐
A‐FD (BLDG 4119‐38)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM31‐RM‐
HWCOMB‐A‐FD              
(BLDG 4119‐39)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM31‐RM‐
HWCOMB‐B‐FD            (BLDG 

4119‐41)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM31‐RM‐HHW‐
B‐FD (BLDG 4119‐43)

non‐detect NO N/A N/A N/A N/A   N/A N/A
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy

WASHING PNSCS‐4119‐RM28‐RM‐HHW‐
A‐FD (BLDG 4119‐44)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM28‐RM‐
HWCOMB‐A‐FD              
(BLDG 4119‐45) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM28‐RM‐
HWCOMB‐B‐FD           (BLDG 

4119‐47) Low Sink

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM28‐RM‐HHW‐
B‐FD (BLDG 4119‐49)

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM11‐BATH‐
HHW‐FD (BLDG 4119‐50) Outside Front Desk

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM12‐BATH‐
HHW‐FD (BLDG 4119‐51) Outside Front Desk

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM4‐RM‐ICE‐FD 
(BLDG 4119‐53) Assistant Director Office

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM5‐BATH‐HHW‐
FD (BLDG 4119‐54) Restroom Front Desk

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM15‐BATH‐
LHW‐FD (BLDG 4991‐55)

Restroom outside play area 
near rm 28

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM23‐RM‐
HWCOMB‐A‐FD              
(BLDG 4119‐56) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM23‐RM‐
HWCOMB‐B‐FD              (BLDG 

4119‐58) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM23‐RM‐HHW‐
FD (BLDG 4991‐60) Preshool

1.9 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM25‐RM‐
HWCOMB‐A‐FD              (BLDG 

4119‐61) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM25‐RM‐
HWCOMB‐B‐FD (BLDG 4991‐

63) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM25‐RM‐HHW‐
FD (BLDG 4119‐65) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM27‐RM‐HHW‐
FD (BLDG 4119‐67) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM27‐RM‐
HWCOMB‐A‐FD (BLDG 4991‐

68) Preshool

1.4 NO N/A N/A N/A N/A   N/A N/A
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/15/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 10/31/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

mm/dd/yyyy
mm/dd/yyyy

WASHING PNSCS‐4119‐RM27‐RM‐
HWCOMB‐B‐FD              (BLDG 

4119‐70) Preshool

1.9 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM26‐RM‐
HWCOMB‐A‐FD             (BLDG 

4119‐72) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM26‐RM‐
HWCOMB‐B‐FD             (BLDG 

4119‐74) Preshool

1.2 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM26‐RM‐HHW‐
FD (BLDG 4119‐76) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM24‐RM‐HHW‐
FD (BLDG 4119‐77) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM24‐RM‐
HWCOMB‐A‐FD (BLDG 4991‐

78) Preshool

1.5 NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM24‐RM‐
HWCOMB‐B‐FD            (BLDG 

4119‐80) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM22‐RM‐HHW‐
FD (BLDG 4119‐82) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM22‐RM‐
HWCOMB‐A‐FD              
(BLDG 4119‐83) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING PNSCS‐4119‐RM22‐RM‐
HWCOMB‐B‐FD (BLDG 4991‐

85) Preshool

non‐detect NO N/A N/A N/A N/A   N/A N/A

Notes: 
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Priority Areas Lead Testing and Corrective Actions NOVEMBER 2014
NAS PENSACOLA Child Development Center Building 4119

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb)  First Draw (ppb) 

26 0

0 0

3 0

0 0

57 0

0 0
86 0
0 0

Total Drinking 0 0 0

CATEGORY RE‐SAMPLING RESULTS

Recommeded Level = 20ppb

Water Fountain 
ll l h S l

First Draw (ppb) Follow up Flush
C ll d 30 d f

Total Drinking > 20 ppb 0 0 0
Total Cook/Brush 0 0 0

0 0 0
Total Washing 0 0 0

Total Samples > 20 ppb 0 0 0

Total Washing > 20 ppb 0 0 0
Total Samples 0 0 0

Total Cook/Brush > 20 ppb
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