
Priority Areas Lead Testing and Corrective Actions October 2014
NASJRB New Orleans Child Development Center  Building 528

Table 1. Summary of Results

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/28/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 11/4/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
DRINKING  NOLA‐528‐RM123‐RM‐HHW‐

FD  (BLDG 528‐1)
Pre‐school Activity Room 1  ‐ 

High Handwash Sink 
non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM123‐RM‐
WFCOMB‐FD  (BLDG 528‐3)

Pre‐school Activity Room 1  ‐ 
Water Fountain in Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM124‐RM‐
WFCOMB‐FD  (BLDG 528‐6)

Pre‐school Activity Room 2  ‐ 
Water Fountain in Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM125‐RM‐
WFCOMB‐FD  (BLDG 528‐9)

Pre‐school Activity Room 3  ‐ 
Water Fountain in Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM122‐RM‐
WFCOMB‐FD  
(BLDG 528‐17)

Toddler Activity Room 2  ‐ 
Water Fountain in Sink 

1.2 NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM121‐RM‐
WFCOMB‐FD

  (BLDG 528‐20)

Toddler Activity Room 1  ‐ 
Water Fountain in Sink 

1.7 NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM142‐RM‐
WFCOMB‐FD

  (BLDG 528‐24)

Toddler Room 3  ‐ Water 
Fountain in Sink 

2 NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM142‐RM‐WFC‐
FD  (BLDG 528‐25)

Toddler Room 3  ‐ Fountain by 
bathrooms 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM102‐HALL‐WFC‐
FD  (BLDG 528‐26)

Lobby by admin station  ‐ 
Fountain 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM120‐RM‐
WFCOMB‐FD

  (BLDG 528‐29)

Pre‐Toddler Room 3  ‐ Water 
Fountain in Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM119‐RM‐WFB‐
FD   (BLDG 528‐32)

Pre‐Toddler Room 2  ‐ Water 
Fountain in Sink 

1.8 NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM138‐RM‐
WFCOMB‐FD

  (BLDG 528‐35)

Pre‐Toddler Room 1  ‐ Water 
Fountain in Sink 

2.7 NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM137‐RM‐
WFCOMB‐FD 
 (BLDG 528‐39)

Toddlers 3  ‐ Not in use 
(storage area) 

non‐detect NO N/A N/A N/A N/A   N/A N/A

DRINKING  NOLA‐528‐RM132‐RM‐
WFCOMB‐FD

  (BLDG 528‐42)

Pre‐Toddler Room 3  ‐ Water 
Fountain in Sink 

8.6 NO N/A N/A N/A N/A   N/A N/A

mm/dd/yyyy
mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS
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Priority Areas Lead Testing and Corrective Actions October 2014
NASJRB New Orleans Child Development Center  Building 528

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/28/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 11/4/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

mm/dd/yyyy
mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

COOKING NOLA‐528‐RM130‐K‐KB‐FD  
(BLDG 528‐10)

Kitchen  ‐ Kitchen sink for 
dishwashing. 

1.5 NO N/A N/A N/A N/A   N/A N/A

COOKING NOLA‐528‐RM130‐K‐KA‐FD  
(BLDG 528‐11)

Kitchen  ‐ Kitchen sink for food 
prep. 

non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING NOLA‐528‐RM130‐K‐HHWA‐
FD  (BLDG 528‐12)

Kitchen  ‐ Handwash Sink.  non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING NOLA‐528‐RM130‐K‐ICE‐FD  
(BLDG 528‐13)

Kitchen  ‐ Ice Machine  non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING NOLA‐528‐RM130‐K‐HHWB‐
FD  (BLDG 528‐14)

Kitchen  ‐ Handwash Sink by 
utensils and dishes storage. 

non‐detect  NO N/A N/A N/A N/A   N/A N/A

COOKING NOLA‐528‐RM110‐LOUNGE‐K‐
FD  (BLDG 528‐21)

Break Room (Lounge)  ‐ Food 
prep Sink 

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM123‐RM‐LHW‐
FD  (BLDG 528‐2)

Pre‐school Activity Room 1  ‐ 
Low Handwash Sink 

13 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM124‐RM‐HHW‐
FD  (BLDG 528‐4)

Pre‐school Activity Room 2  ‐ 
High Handwash Sink 

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM124‐RM‐LHW‐
FD  (BLDG 528‐5)

Pre‐school Activity Room 2  ‐ 
Low Handwash Sink 

non‐detect  NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM125‐RM‐HHW‐
FD  (BLDG 528‐7)

Pre‐school Activity Room 3  ‐ 
High Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM125‐RM‐LHW‐
FD  (BLDG 528‐8)

Pre‐school Activity Room 3  ‐ 
Low Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM122‐RM‐HHW‐
FD  (BLDG 528‐15)

Toddler Activity Room 2  ‐ 
High Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM122‐RM‐LHW‐
FD  (BLDG 528‐16)

Toddler Activity Room 2  ‐ Low 
Handwash Sink 

2.8 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM121‐RM‐HHW‐
FD  (BLDG 528‐18)

Toddler Activity Room 1  ‐ 
High Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM121‐RM‐LHW‐
FD  (BLDG 528‐19)

Toddler Activity Room 1  ‐ Low 
Handwash Sink 

3.4 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM142‐RM‐HHW‐
FD  (BLDG 528‐22)

Toddler Room 3  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM142‐RM‐LHW‐
FD  (BLDG 528‐23)

Toddler Room 3  ‐ Low 
Handwash Sink 

5.4 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM120‐RM‐HHW‐
FD  (BLDG 528‐27)

Pre‐Toddler Room 3  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A
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Priority Areas Lead Testing and Corrective Actions October 2014
NASJRB New Orleans Child Development Center  Building 528

CATEGORY
Water Intended For:

SAMPLE
ID

Outlet Description First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

SAMPLING DATE 10/28/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy
RESULTS DATE 11/4/2014 mm/dd/yyyy mm/dd/yyy mm/dd/yyyy

mm/dd/yyyy
mm/dd/yyyy

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 20ppb Recommeded Level = 20ppb

CORRECTIVE ACTIONS

WASHING NOLA‐528‐RM120‐RM‐LHW‐
FD  (BLDG 528‐28)

Pre‐Toddler Room 3  ‐ Low 
Handwash Sink (turned off) 

1.6 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM119‐RM‐HHW‐
FD  (BLDG 528‐30)

Pre‐Toddler Room 2  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM119‐RM‐LHW‐
FD  (BLDG 528‐31)

Pre‐Toddler Room 2  ‐ Low 
Handwash Sink 

4.7 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM138‐RM‐HHW‐
FD  (BLDG 528‐33)

Pre‐Toddler Room 1  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM138‐RM‐LHW‐
FD  (BLDG 528‐34)

Pre‐Toddler Room 1  ‐ Low 
Handwash Sink 

19 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM138‐HOSE‐FD  
(BLDG 528‐36)

Outside Pre‐Toddler Room 1  ‐ 
Hose bib in outside play area 

of room 

4.8 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM137‐RM‐HHW‐
FD  (BLDG 528‐37)

Toddlers 3  ‐ Not in use 
(storage area) 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM137‐RM‐LHW‐
FD  (BLDG 528‐38)

Toddlers 3  ‐ Not in use 
(storage area) 

12 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM132‐RM‐HHW‐
FD  (BLDG 528‐40)

Pre‐Toddler Room 3  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM132‐RM‐LHW‐
FD  (BLDG 528‐41)

Pre‐Toddler Room 3  ‐ Low 
Handwash Sink 

9.3 NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM131‐RM‐HHW‐
FD  (BLDG 528‐43)

Infant Room 3  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM117‐RM‐HHW‐
FD  (BLDG 528‐44)

Infant Room 2  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

WASHING NOLA‐528‐RM118‐RM‐HHW‐
FD  (BLDG 528‐45)

Infant Room 1  ‐ High 
Handwash Sink 

non‐detect NO N/A N/A N/A N/A   N/A N/A

Notes: 
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Priority Areas Lead Testing and Corrective Actions October 2014
NASJRB New Orleans Child Development Center  Building 528

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb)  First Draw (ppb) 

14 0

0 0

6 0

0 0

25 0

0 0

45 0

0 0

Total Drinking 0 0 0

CATEGORY RE‐SAMPLING RESULTS

Recommeded Level = 20ppb
Water Fountain 

Follow up Flush Sample ‐ 
Collected day before First 

Draw Sampling
(ppb)

First Draw (ppb) Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

Total Drinking > 20 ppb 0 0 0
Total Cook/Brush 0 0 0

0
Total Washing 0 0 0

Total Samples > 20 ppb 0 0 0

Total Washing > 20 ppb 0 0 0
Total Samples 0 0 0

Total Cook/Brush > 20 ppb 0 0
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